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PREFINISHED STANDING SEAM METAL ROOF

UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE
R-40 RIGID INSULATION

METAL DECK, SEE STRUCTURAL

PREFINISHED STANDING SEAM METAL ROOF
UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL
R-40 RIGID INSULATION

ANCHOR STUD TO BAR JOIST WITH PREFINISHED METAL FASCIA
N (4)#12 SCREWS EACH,PROVDE ~ / / / /=T
12" &) 3"X3" - 12 GA CLIP ANGLE AT FLAT
—« SIDE OF STUD FOR ATTACHMENT — X;_ﬁ
OF (2 OF 4) SCREWS TO BAR JOIST, ‘ '
PREFINISHED FASTEN CLIP ANGLE TO STUD WITH » — | (3
SPRAY FOAM INSULATION u METAL GUTTER (4) #12 SCREWS | \i5143)
(R-10) AT UNDERSIDE OF " s . T ] .
ROOF DECK T~ < — BAR JOIST, SEE | |
A J STRUCTURAL WS <A
y | | . N \— 35/8"- 20 GA. GALVANIZED METAL STUDS @ 16"
PRI OB |4 OF SOFFIT 35/8"- 18 GA GALVANIZED METAL ~/* | 0C.
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i 1 20" X Y TRERIT s STUD FRAMING @ 16" O.C. — STEEL BEAM, SEE STRUCTURAL
- | e !
: +\— PREFINISHED METAL FASCIA SPRAY FOAM INSULATION (R-10) '§ \\¥ MIN (4) #12 SCREWS, TYP.
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FILL STUD CAVITY WITH \ METAL SOFFIT PANEL SUSPENDED 5/8° GYPSUM
PREFINISHED STANDING BOARD CEILING SYSTEM 1410 3/8" |
SPRAY FOAM INSULATION . SEAM WALL PANEL ‘ |
TOvEMEN O OWFOR : | i 1 PREFINISHED STANDING SEAM
11/2" - 16 GA GALVANIZED METAL FURRING MOVEMENT 58"'GYPSUM "R | 47 -
T @ REQUIRED ROOF CLIP SPACING 302" BOARD ™ 12381 4o} T2 METAL ROOF
"] | PREFINISHED STANDING SEE 2/AS313 FOR | 7
SHEET MEMBRANE AIRMOISTURE BARRIER, EXTEND | / SEAM WALL PANEL CONTINUATION UNDERLAYMENTWATERPROOF
TO DECK, LAP ONTO DECK 4" AND SECURE TO DECK | | N BARRIER/SHEET MEMBRANE
’ 11/2" - 16 GA GALVANIZED METAL
WITH GALV. ANCHOR BAR AND FASTENERS @ 12" O.C. TOP OF NORTH WALL |
5/8" GYPSUM WALL BOARD . | | FURRING CHANNEL @ REQUIRED R-40 RIGID INSULATION
1/2" EXTERIOR SHEATHING OF LOBBY, BEYOND y ROOF CLIP SPACING
STEEL CRARINEL, SE8 STRUCTURAL T SHEET MEMBRANE AIR/MOISTURE PREFINISHED STANDING SEAM ' MIETAL DEEK, SEE STRULTORAL
- - PREFINISHED STOREFRONT / BARRIER METAL ROOF | SPRAY FOAM INSULATION (R-10) AT
25O WINDOW SYSTEM 5/8" GYPSUM N . UNDERSIDE OF ROOF DECK
5 -2 / \ n l
% i ' STEEL CHANNEL PREFINISHED STANDING SEAM WALL BOARD T 112 EXTERIOR SHERTHING UNDERLAYMERT/WATERPROOF
| | ’ FILL STUD CAVITY WITH SPRAY BARRIER/SHEET MEMBRANE STEEL BEAM, SEE
STEEL BEAM, SEE \asiaa) | | | 12° UNDERLAYMENT/WATERPROOF STUD FRAMING @ 16" O.C. | - - - R-40 RIGID INSULATION .
STRUCTURAL I ! il o BARRIER/SHEET MEMBRANE r ‘ A METAL DECK, SEE STRUCTURAL
. i S S . || . 3
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MIN. (2) #12 SCREWS | T h ’
5/8" GYPSUM WALL BOARD | (2) . BAR JOIST, SEE |
SPRAY FOAM INSULATION (RAO (2) WOOD 2X NAILER, GANG NAILED TOGETHER, STRUCTURAL | ,
\ ‘ (R-10) ANCHOR TO METAL STUDS WITH GALVANIZED | : 5/8" GYPSUM WALL BOARD
\ AT UNDERSIDE OF ROOF DECK METAL CLIP ANGLE. PROVIDE AT ‘ = —— 35/8" - 18 GA GALVANIZED METAL TRACK, MIN (4} £12 SCREWS. TYP |
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- &5 VARIES HIENN Lo kg L 2 ; CAULK JOINT TO ALLOW FOR
~—qguqqe T [N A MOVEMENT
H—— . - 5/8" GYPSUM WALL BOARD . 35/8" - 18 GA GALVANIZED METAL
(. . CAULK JOINT TO ALLOW FOR S~ ANCHOR STUD TO BAR JOIST WITH 35/8" - 18 GA GALVANIZED FRAMING @ 16" 0.C
/ | N MOVEMENT | (4) #12 SCREWS EACH, PROVIDE METAL STUD FRAMING @ -
17211 | 3"X3" - 12 GA CLIP ANGLE AT FLAT 16"0.C. — =i
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| 1" V-REVEAL TRIM IN /
EDGE OF GYPSUM | .. GYPSUM BOARD, TYP.
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TRANSLUCENT PANEL —{~ g - B STUDS @ 16" O.C.
& ——— \; CEILING AS SCHEDULED
5/8" GYPSUM WALL BOARD 35/8" - 18 GA GALVANIZED METAL | 35/8" - 18 GA GALVANIZED
35/8" - 18 GA GALVANIZED FRAMING @ 16" O.C. METAL FRAMING @ 16" O.C.
METALSTUDS @16" O.C. 169" A N . |
5/8" GYPSUM WALL BOARD ¢ - - ] |
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A 2-103/4"| |
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] 5 1 METAL STUDS @ 16" O.C. @ #12 SCREWS INTO i oap T
? > T | 100" | , MIN (4) #12 SCREWS, TYP
> | [ - - , - : Q STUD AND MIN. (2) #12 |
& i 7T | / INTO BEAM AT EACH CLIP |
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5/8" GYPSUM WALL BOARD CEILING AS SCHEDULED SEE 2/AS313 FOR N E—
3 5/8" GALVANIZED METAL FRAMING @16" O.C. CONTINUATION
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